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| FLAG NOTES

/ @ USE DIRECTIONAL BORING EQUIPMENT TO INSTALL ROAD CROSSING

/ SLEEVES. ALL MEDFORD WATER COMMISSION WATERLINE EASEMENT
CROSSINGS MUST BE OBSERVED BY MEDFORD WATER COMMISSION. CALL

/ LESTER MCFALL AT 541-944-35690 AND CALL 48 HOURS IN ADVANCE OF
ANY CONSTRUCTION IN THIS AREA.
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@ EXCAVATE AND EXPOSE EXISTING IRRIGATION MAINLINE PIPE AT

/ APPROXIMATE LOCATION INDICATED. CONNECT EXISTING MAINLINE PIPE

/ TO NEW MAINLINE OR NEW REMOTE CONTROL VALVE ASSEMBLY USING PVC
SCH 40 SOLVENT WELD FITTINGS AND REPAIR COUPLINGS AS NECESSARY.

/ FILL HOLE AND COMPACT TO MATCH SURROUNDING CONDITIONS.

/ @ EXCAVATE AND EXPOSE EXISTING LATERAL PIPE CAPPED DURING
DEMOLITION. CONNECT TO NEW LATERAL PIPE USING PVC SCH 40 SOLVENT

/ WELD. REPAIR COUPLINGS AS NECESSARY. BACKFILL HOLES AND COMPACT
TO MATCH SURROUNDING CONDITIONS.

N\ Drio [ e ; / @ INSTALL [IRRIGATION CONTROLLER IN THE ROOM INDICATED. COORDINATE
/ <i E \ ! 5 Seoflc awer :

1 : g EXACT PLACEMENT OF THE CONTROLLER WITH THE RESIDENT ENGINEER ON

- . ¥ / SITE PRIOR TO CONSTRUCTION. COORDINATE ELECTRICAL CONNECTION AND
i INSTALLATION OF POWER WIRE WITH THE ELECTRICAL CONTRACTOR ON SITE

\\ : : —— / PRIOR TO CONSTRUCTION. CONTROL WIRE CONDUIT HAS BEEN

\ ’ SRS SRl = COORDINATED WITH THE ELECTRICAL PLANS. REFER TO THE IRRIGATION

\ : ° . / N CONTROLLER ASSEMBLY DETAIL FOR ADDITIONAL INFORMATION.
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